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LIMITS UNLESS SPECIFIED

 

FRACTIONAL   ANGULAR

±1/32      ±1°

DECIMAL in[mm]

.XXX[0.XX]  ±.125[3.175]

.XX[0.X]  ±.25[6.35]

COMMON AXIS in[mm]

.015[0.38] TIR

SURFACE FINISH µin[µmeter]

125[3.2] RMS 
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1. ALL DIMENSIONS SHOWN IN TABLE ARE IN INCHES, UNLESS 

OTHERWISE NOTED & ARE ± 1 INCH (25MM).

2. ALL ITEMS SHOWN IN PHANTOM LINE ARE TO BE PROVIDED BY OTHERS.

3. ALL DIMENSIONS ARE SUBJECT TO CHANGE WITHOUT ANY NOTICE. 

4. INSTALL UNIONS FITTINGS ON INLET & OUTLET PLUMBING 

CONNECTIONS.

5. PROVIDE A 2 FEET MINIMUM CLEARANCE ABOVE MINERAL TANK FOR 

FILLING MEDIA.

6. FOR INSTALLATIONS USING METAL PLUMBING, CONNECT A METAL 

BONDING STRAP TO INLET & OUTLET METAL PLUMBING TO MAINTAIN 

ELECTRICAL CONTUNUITY.

7. PROVIDED SYSTEM SHALL NOT BE SUBJECT TO ANY VACUUM. IF RISK 

OF VACUUM IS PRESENT, INSTALL VACUUM RELIEF VALVE WATTS 

ORDERING CODE # 0556031 ON OUTLET LINE.

8. THE FULL WEIGHT OF THE PIPING AND VALVES MUST BE SUPPORTED 

BY PIPE HANGERS OR OTHER MEANS.

9. INLET AND OUTLET HEADERS NEED TO BE SIZED ACCORDING TO FLOW 

RATE REQUIREMENTS BY OTHERS.

10. LIMIT INLET PRESSURE TO NOT EXCEED MAXIMUM PUBLISHED 

OPERATING PRESSURE.

11. PLUMBING ADAPTERS CAN ROTATE TO ACCOMMODATE OPTIMAL 

PIPING CONFIGURATIONS.

SERIES OFRES DIMENSION (INCHES) & SPECIFICATIONS

MODEL NO.

ORDERING

CODE (EDP

NO.)

MINERAL

TANK

SIZE

INLET OUTLET

OVERALL HEIGHT

(SEE NOTE 5)

OVERALL

DEPTH

OVERALL

WIDTH

MINIMUN

INLET PIPE

DISTANCE

SYSTEM

INLET/OUTLET

PIPE SIZE CONN.

(NPT)

PEAK

SERVICE

FLOW GPM

MIN/MAX

OPERATING

TEMP F°

MIN/MAX

OPERATING

PRESSURE

(PSI)

ESTIMATED

OPERATING

WEIGHT (LBS)

ESTIMATED

SHIPPING

WEIGHT (LBS)

OFRES-0835 7100487 8 X 35 37.25 37.25 40.00 12.00 8.00 3.10 1.0 8 40/100 15/100 84.00 19.00

OFRES-0935 7100488 9 X 35 37.25 37.25 40.00 12.50 9.00 3.60 1.0 12 40/100 15/100 106.00 23.00

OFRES-1035 7100489 10 X 35 37.25 37.25 40.00 13.00 10.00 4.10 1.0 16 40/100 15/100 126.00 25.00
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CONTRACTOR:
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CONTRACTOR APPROVAL:
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INLET

(SEE NOTE 9)

OUTLET

(SEE NOTE 9)

MINERAL TANK

SAMPLE PORT

SAMPLE PORT

INLET UNION

ISOLATION VALVE

(SEE NOTE 4)

MANUAL BYPASS VALVE

(SHOWN IN SERVICE POSITION)

PLUMBING ADAPTOR

(SEE NOTE 11)

PLUMBING ADAPTOR

(SEE NOTE 11)

OVERALL WIDTH

(SEE TABLE)

DEPTH

(SEE TABLE)

OVERALL HEIGHT

(SEE TABLE & NOTE 5)

MINIMUM INLET PIPE DISTANCE

(SEE TABLE)

INLET/OUTLET

(SEE TABLE)


